Facility Summary in Big Horn County in the City of Crow Agency

Location: CROW NATION EXPRESS
US Hwy 212 & I-90
Crow Agency, MT 59022 Big Horn

Facility Code: 17827
Last Inspected On: 12/18/2020

System Facility 1D:02-10867 Operating Permit Renewal Date: 01/06/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Crow Tribe of Indians 4066382400
Operator Contact: John Wilson 4066382400
Owner/Operator: Crow Tribe of Indians
John Wilson, UST Class A Operator
John Wilson, UST Class B Global Operator
Tank Code | o5 . ] Tank Installed o oo I Fiberglass o = N T .
Tank Age 22 Date 02/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
Tag Number 4174 Spill Test Date 12/18/2020 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 12/21/2011 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
; n ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 10000 ATG Test Date Test Date 08/02/2015 Leak Detection Detection Inter;tltl_al Energy Act No
Monitoring
Gilbarco-Veeder
Overfill Test Date 12/18/2020 ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 06 Tank Installed . Fiberglass - . . . .
Tank Age 22 Date 02/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 4175 Spill Test Date 12/18/2020 gy lusiizle UELTLS n Double-Walled Pl " Double Walled AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 12/21/2011 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 6000 ATG Test Date Test Date 08/02/2015 Leak Detection Detection :\Sllter_stlt[al Energy Act No
onitoring
Gilbarco-Veeder
Overfill Test Date 12/18/2020 ATG Type ROOt/TLS-

350/Gilbarco EMC
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Tank Installed

Fiberglass

Tank Age 22 Date 02/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 4176 Spill Test Date 12/18/2020 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 12/21/2011 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) . Continuous
Capacity 4000 ATG Test Date L2 T =53 08/02/2015 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection S
Monitoring
Gilbarco-Veeder
Overfill Test Date  12/18/2020 ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 08 Tank Installed . Fiberglass _ . . . .
Tank Age 22 Date 02/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 4177 Spill Test Date 12/18/2020 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 12/21/2011 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) . Continuous
Capacity 6000 ATG Test Date L2 T =53 08/02/2015 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection S
Monitoring
Gilbarco-Veeder
Overfill Test Date  12/18/2020 ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 09 Tank Installed . Fiberglass _ . . . .
Tank Age 22 Date 02/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 4178 Spill Test Date 12/18/2020 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 12/21/2011 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
g ] : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 4000 ATG Test Date Test Date 08/02/2015 Leak Detection Detection uterjst|t|_al Energy Act No
onitoring
Gilbarco-Veeder
Overfill Test Date  12/18/2020 ATG Type ROOt/TLS-

350/Gilbarco EMC

Location: TEEPEE SERVICE INC
6959 E Makawasha Ave

Crow Agency, MT 59022-0280 Big Horn

Report Created: 11/1/2022

Facility Summary in Big Horn County in the City of Crow Agency

System Facility 1D:02-07334

Facility Code: 17799

Last Inspected On: 05/09/2022
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Operating Permit Renewal Date: 07/22/2025



Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Teepee Service Inc 4066382269
Operator Contact: James Watt
Owner/Operator: Teepee Service Inc
James Watt, UST Class A Operator
James Watt, UST Class B Operator
LE S 07 Tank Age 27 fankinstalled - 57,0371 905 Tank Material  Steel Clad Piping Material  Flexible Plastic  Overfill Types  High Level Alarm
Tegnumber 2051 SpilTesiome  ososoz  FRmamsdled R osewates POG oo veies [ w
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Gasolne  PLLDTestbate 0092022 Testpate | Q41601 LeakDetection  Gauging0.2  Defection ooz ] .
. : Continuous :
; Line Tightness Secondary Tank e Secondary Pipe
Capacity 12000 ATG Test Date 05/09/2022 Test Date 03/06/2022 Leak Detection Inter_sntl_al Detection Energy Act No
Monitoring
Gilbarco-Veeder
RoOOt/TLS-
n 350/Gilbarco
Overfill Test Date  05/09/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Tank Code 08 Tank Age 27 Ez?: st fze 07/03/1995 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types High Level Alarm
TagNomber a8 spilTesome  ososmozz  PRnamsiled T e PP i st w
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 05/09/2022 Test Date 04/16/2013 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
" n Continuous :
; Line Tightness Secondary Tank e Secondary Pipe
Capacity 8000 ATG Test Date 05/09/2022 Test Date 02/18/2022 Leak Detection IMnter_stltl_aI Detection Energy Act No
onitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date 05/09/2022 ATG Type EMC:Veeder

Root/8484 Series
PLLD
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Facility Summary in Big Horn County in the City of Fort Smith

Location: BIGHORN CANYON MAINTENANCE FACILITY Facility Code: 17820
5th Ave B Last Inspected On: 03/10/2021
Fort Smith, MT 59035 Big Horn System Facility 1D:02-09815 Operating Permit Renewal Date: 03/21/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: National Park Service Yellowtall 4066663311

Operator Contact: Jesse Macklin;Kelly Peacock;Lyndon Driftwood;William Snell ~ 4066663310;4066663312

Owner/Operator: National Park Service Yellowtail

Jesse Macklin, UST Class A Operator

Jesse Macklin, UST Class B Global Operator
Jesse Macklin, UST Class B Operator

Kelly Peacock, UST Class A Operator

Kelly Peacock, UST Class B Operator
Lyndon Driftwood, UST Class A Operator
Lyndon Driftwood, UST Class B Global Operator
Norman Griffin, UST Class B Operator

Roger Watson, UST Class B Global Operator
William Snell, UST Class A Operator

William Snell, UST Class B Global Operator
William Snell, UST Class B Operator

Tank Code 05 : Ball Float
Tank Age 34 Ve i el 01/01/1988 Tank Material Cathodically Piping Material Fiberglass Overfill Types Valve;High Level
Date Protected Steel Alarm
TagNumber 1745 spill TestDate Piping Installed ;515007 TANK oo waieg  PIRING DoubleWaled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . .
Tank Status Use MLLD Test Date 03/10/2021 Test Date 10/16/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date Test Date 07/26/2019 Leak Detection Gauging 0.2 Detection :\Sllter_stlt[al Vapor Recovery No
onitoring
. . Continuous . .
. Line Tightness Secondary Tank L Secondary Pipe MLLD Line
CEpeeiy 2000 AV ESE DR Test Date 03/10/2021 Leak Detection :\qz)er:i?(t)l?iﬁlg Detection Tightness Testing EEER A No
”””””””””””””””””””””””””””””””””””””””””””””””””””” VeederRootRed =
. Jacket
Overfill Test Date ATG Type EXIV:Veeder

Root/TLS-300
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06 . Ball Float
Cathodically . o
Protected Steel Fiberglass XE:;/;,ngh Level
1746 Double-Walled Double Walled No
Currently in Mechanical Line ’ .
Use Leak Detector Pressurized Galvanic
. Continuous
Diesel él;l? r?:tu(:) 'Iéank Interstitial No
ging ©. Monitoring
Continuous .
- MLLD Line
2000 Interstitial Tightness Testing No

Monitoring

Veeder Root/Red
Jacket
FXIV;Veeder
Root/TLS-300
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Facility Summary in Big Horn County in the City of Fort Smith

Location: OK A BEH MARINA Facility Code: 30554
5Ave B Last Inspected On: 05/08/2021
Fort Smith, MT 59035 Big Horn System Facility ID:56-13877 Operating Permit Renewal Date: 05/26/2022

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: National Park Service Yellowtall 4066663311

Operator Contact: Christian Fighter;Jaris Pretty Paint;Kelly Peacock;Marvin 4066835313
Stewart;Shawn Backbone;Tristan Stewart

Owner/Operator: National Park Service Yellowtail

Christian Fighter, UST Class A Operator
Christian Fighter, UST Class B Operator
Jaris Pretty Paint, UST Class A Operator
Kelly Peacock, UST Class A Operator
Kelly Peacock, UST Class B Operator
Marvin Stewart, UST Class A Operator
Marvin Stewart, UST Class B Operator
Shawn Backbone, UST Class A Operator
Tristan Stewart, UST Class A Operator
Tristan Stewart, UST Class B Operator

Tank Code 07 Tank Installed n Cathodically - . . . .
Tank Age 32 Date 05/14/1990 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 1747 Spill Test Date Pling IrsiElisd VTS 8 Double-Walled P " Double Walled AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A . .
Tank Status Use MLLD Test Date 06/02/2021 Test Date 06/22/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
- . Continuous ; . :
. Tank/Piping CP Primary Tank L Primary Pipe MLLD Line
Product Gasoline PLLD Test Date Test Date 07/19/2020 Leak Detection :\%er{;g?i% Detection Tightness Testing Vapor Recovery No
”””””””””””””””””””””””””””””” o e . Continuwous
g Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe -
Capacity 2000 ATG Test Date Test Date 06/02/2021 Leak Detection Gauging 0.2 Detection Inter;tltl_al Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring . .
Gilbarco-Veeder
. RoOOt/TLS-
Overfill Test Date ATG Type 300:Veeder

ROOUTLS-300
Facility Summary in Big Horn County in the City of Fort Smith
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Location: YELLOWTAIL MARKET
Park Dale Ct
Fort Smith, MT 59035 Big Horn

Facility Code: 17785
Last Inspected On: 07/08/2021
System Facility ID:02-05862 Operating Permit Renewal Date: 10/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Crow Tribe of Indians 4066382400
Operator Contact: John Wilson 4066382400
Owner/Operator: Crow Tribe of Indians
John Wilson, UST Class A Operator
John Wilson, UST Class B Global Operator

TankCode 03 .. _ Tank Installed oo oo o B Cathodically o I Fiberglass | "

Tank Age 24 Date 03/01/1998 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve

. Piping Installed Tank Piping
Tag Number 1210 Spill Test Date Date - S o None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 07/08/2021 Test Date 07/08/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e .. TestDate CUlO402  Leakbetection Detecton .
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC

Tank Code 04 Tank Installed . Cathodically - - Fiberglass .

Tank Age 24 Date 03/01/1998 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 1211 Spill Test Date 08/19/2021 gy lusiizle UELTLS n Pl : None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUEURNS 0000 EECEECUSUNNNEES 0 NN 000

Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestbate  OMOBR0ZL  festbate OI0S/2021  LeakDetection  Gauging02 _Defection oz ] .
n Line Tightness Secondary Tank Secondary Pipe

Capacity 8000 ATG Test Date Test Date 03/04/2021 Leak Detection Detection Energy Act No

Overfill Test Date

Report Created: 11/1/2022

Gilbarco-Veeder
ATG Type RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Big Horn County in the City of Garryowen
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Location: GARRYOWEN CONOCO
200 Town Hall
Garryowen, MT 59031 Big Horn

System Facility ID:02-03284

Facility Code: 17761

Last Inspected On: 10/15/2021

Operating Permit Renewal Date: 10/25/2021

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Neda LLC 4066382020
Operator Contact: Chris Kortlander 4066794444
Owner/Operator: Neda LLC
Chris Kortlander, UST Class A Operator
Petra Pretty On Top, UST Class B Global Operator
Tiails Coele 01 Tank Age 26 Eg’t""s‘ e 06/21/1996 Tank Material Steel Clad Piping Material Flexible Plastic ~ Overfill Types  Flapper Valve
Fove: - Ppngmaes - oo wates  EENG S (A w
9 p Date Construction Construction Chase
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Cocote. DN | TestDate 01f20f20%8  LeakDetection  Gauging0.2  Defection ooz ] .
8 n Continuous ; Continuous
n Line Tightness Secondary Tank - Secondary Pipe -
Capacity 8000 ATG Test Date Test Date 10/15/2018 Leak Detection Inter_stltl_al Detection Inter;tltl_al Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring ==~~~ Monitoing .
Overfill Test Date ATG Type \3/ggder ROOUTLS-
Tiails Coele 02 Tank Age 26 Eg’t""s‘ e 06/21/1996 Tank Material Steel Clad Piping Material Flexible Plastic ~ Overfill Types  Flapper Valve
. Piping Installed Tank Piping Secondary
Tag Number 3393 Spill Test Date 06/11/2013 " Double-Walled " Containment AST No
Date Construction Construction Chase
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
_ . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date Test Date 07/29/2008 Leak Detection Gauging 0.2 Detection :\;ner;nqal Vapor Recovery No
onitoring
. . Continuous .
. Line Tightness Secondary Tank - Secondary Pipe
Capacity 12000 ATG Test Date Test Date 10/15/2018 Leak Detection IMn:)er:i?(t)I?i?mlg Detection ELLD 0.2 Energy Act No

Overfill Test Date

ATG Type

Veeder Root/TLS-
300

Facility Summary in Big Horn County in the City of Hardin

Report Created: 11/1/2022
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Location: BAIRS TRUCK STOP HARDIN
315 13th St W
Hardin, MT 59034-1006 Big Horn

System Facility ID:02-05752

Facility Code: 17781

Last Inspected On: 03/09/2022

Operating Permit Renewal Date: 06/01/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Hardin Truck Stop LLC

5095341502

Operator Contact: Arthur Jemerigbe;Mitchell Carlton;Paul Dallas;Rocco
Cooper;Sara Dibble

4066651237,4066909416

Owner/Operator: Hardin Truck Stop LLC

Arthur Jemerigbe, UST Class A Operator
Mitchell Carlton, UST Class A Operator
Mitchell Carlton, UST Class B Operator
Paul Dallas, UST Class A Operator
Rocco Cooper, UST Class A Operator
Sara Dibble, UST Class A Operator

Ll o1 Tank Age 53 EZ?(L( Ttz 04/25/1969 Tank Material Bare Steel Piping Material Eigi?#glr?:sésd Plastic Overfill Types Flapper Valve
TegNumber 34 spilTestode oseicon  pugd S Conswueion Consiusion e D oo
Tank Status S;J(rarently in MLLD Test Date 08/13/2018 ?g;rtl%ztightness ?%eésggphic B Elg:ktrggiéé‘tigf Piping Type Pressurized CP Met Types Ié?ﬁ:gitsed
Product Diesel PLLD Test Date ;221‘{5;?;”9 ©r 03/09/2022 E;Z?(alg)éztzacrt]ilén ﬁ]t\?éirs]tt;cr?{l ' gggg{% Eipe ﬁ]t\?éirs]ttg:&l _ Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation [N Roconciliation [N
Capacity 10000 ATG Test Date #'e";i Eigt';t”ess 02/07/2013 fgglc(’ ”Dde"’t‘gggﬂk gzggcrlfoar:y Pipe £ 1po2 Energy Act No

Overfill Test Date  08/31/2020 ATG Type g;f}s?:g‘szuse]iL”LgD
TREITls Gl 03 Tank Age 43 E‘;‘g lusiatllz) 04/26/1979 Tank Material Bare Steel Piping Material Egﬁgﬁi% Plastic Overfill Types Flapper Valve
Tag Number 3895 Spill Test Date  06/20/2022 Eiaﬁie”g Lzl E";':]‘;truction Ei(fri]';?ruction None AST No
Tank Status Sgge”“y N MLLD Test Date  08/13/2018 ?g;‘:%;tight”ess (T:;;aesggphic LD E'ezck”gre“tg(';t'gf Piping Type Pressurized CP Met Types 'Crmrrgﬁtse‘j
Product Gasoline PLLD Test Date $22tk g’;ﬂng ep 03/09/2022 Eég?(agétzac?ilgn ﬁ]t\?gr?tt(i;:rsl _ [P)gg; ca:ltri)(/) rl:ipe ﬁ]t\?éirs\tt(i;?(l ‘ Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation [N Roconciliation [N
Capacity 10000 ATG Test Date Line Tightness — ;04/5013 SRR TEls secondary Pipe - | 1, 5 Energy Act No

Report Created: 11/1/2022

Test Date

Leak Detection

Detection
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Franklin Fueling

Overfill Test Date  06/20/2022 ATG Type Systems/TS-LLD
Tank Code 04 Tank Installed . - . Fiberglass .
Tank Age 53 Date 04/25/1969 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 3896 Spill Test Date 08/31/2020 Date - oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date 08/13/2018 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
Amy ; Statistical . . Statistical
Product Gasoline PLLD Test Date iggtkg:;?éng G 03/09/2022 Ezzﬂal:r))ét-(l;ac?ilt()n Inventory B:ggtri)(l)rl?lpe Inventory Vapor Recovery No
Reconciliation Reconciliation
5 Line Tightness Secondary Tank Secondary Pipe
D | B | TestDate OUOYZNS  LeakDetection Detection oz ] .
. Franklin Fueling
Overfill Test Date  06/20/2022 ATG Type Systems/TS-LLD
Facility Summary in Big Horn County in the City of Hardin
Location: DOLLIES CONVENIENCE STORE Facility Code: 17730
804 3rd St W Last Inspected On: 03/15/2019
Hardin, MT 59034-1606 Big Horn System Facility 1D:02-00061 Operating Permit Renewal Date: 06/17/2019
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Jagadish LLC;Susan Greer 4066651424,6055171140
Operator Contact: Chetan Patel;Megan Ashinhurst 6055171140
Owner/Operator: Jagadish LLC
Owner/Operator: Susan Greer
Chetan Patel, UST Class A Operator
Chetan Patel, UST Class B Operator
Constance Weigand, UST Class B Operator
Corri Duncan, UST Class B Operator
Megan Ashinhurst, UST Class A Operator
Megan Ashinhurst, UST Class B Global Operator
TankCode 01 ...~ Tank Installed oo oo o I Cathodically | N Fiberglass |~ e
Tank Age 38 Date 12/20/1984 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
B | | Date Construction Construction " - . oo
Temporarily Sump Tightness Catastrophic L.D Mechanical Line . . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic

Report Created: 11/1/2022
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Automatic Tank

. Tank/Piping CP Primary Tank Gauging Primary Pipe MLLD Line
AT V! Gasoline Rl il Test Date 03/15/2019 Leak Detection 0.1;Automatic Detection Tightness Testing VEREIF REEITER B
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, TankGauging 0.2 | L
Capacity 10000 ATG Test Date #'e"; E‘;’t';t”ess 01/21/2015 f:glc(’ %deﬁgﬁggﬂk gi‘t’é’;idoar:y fRlEE Energy Act No
Overfill Test Date ATG Type ;/ggder RoOUTLS-
Tank Code 03 Tank Age 20 EZ?J; iz e 12/16/2002 Tank Material g?;?eoc(:'ec(?ns); cel Piping Material Elgi?];?)lr?:z?j Plastic Overfill Types Flapper Valve
Tag Number 4773 Spill Test Date Egleng iz e -(I—:%T;truction Eg)rllr;?ruction None AST No
Temporarily Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
Automatic Tank
. Tank/Piping CP Primary Tank Gauging Primary Pipe MLLD Line
AT V! Gasoline Rl il Test Date 03/15/2019 Leak Detection 0.1;Automatic Detection Tightness Testing VEREIF REEITER B
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, TankGauging 0.2 | L
Capacity 4000 ATG Test Date #'e“;;’ E‘E%Zt”ess 01/21/2015 f:;‘(’ “Dde"’t‘;gggk [S)ngcnt?oar:y Flpe Energy Act No
Overfill Test Date ATG Type ;/ggder RoOUTLS-
Facility Summary in Big Horn County in the City of Hardin
Location: GOOD 2 GO STORES LLC Facility Code: 17731
1600 N Crawford Ave Last Inspected On: 08/08/2022
Hardin, MT 59034 Big Horn System Facility 1D:02-00538 Operating Permit Renewal Date: 12/11/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: #8 Hardin Montana Property LLC 2085236582
Operator Contact: Brad Hinze;Kenneth Knight;Zack Shields 3078992012;7025753191

Owner/Operator: #8 Hardin Montana Property LLC

Brad Hinze, UST Class A Operator

Brad Hinze, UST Class B Global Operator
Kenneth Knight, UST Class A Operator
Zack Shields, UST Class A Operator

Zack Shields, UST Class B Global Operator
Zack Shields, UST Class B Operator

Tank Code 03 Tank Installed n Fiberglass Fiberglass
Tank Age 48 04/12/1974 Tank Material Reinforced Plastic Reinforced Plastic

Date Piping Material

Overfill Types Flapper Valve
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Report Created: 11/1/2022

08/08/2022

08/08/2022

08/08/2022

04/12/1974

04/12/1974

Electronic Line
Leak Detector
Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector
Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector
Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
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Continuous
Interstitial No
Monitoring

Fiberglass

Reinforced Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Fiberglass

Reinforced Plastic Flapper Valve

Continuous
Interstitial No
Monitoring



Tank Code 06 Tank Installed . Fiberglass . ; Fiberglass .
Tank Age 48 Date 04/12/1974 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
| . Spil TestDaie  0B/082022  pate OO0 comstruetion Construction  Pouniealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 08/12/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
L . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe "

Product Gasoline PLLD Test Date 05/09/2022 Test Date 09/07/2007 Leak Detection Gauging 0.2 Detection :\rA]:)er:iigtrliﬁlg Vapor Recovery No

N =~ . . | Line Tightness oo oo Secondary Tank Secondary Pipe i 0o e oA

| e ATGTestbale  O0PIOBR022  Testate Orieple2  Leakbetecon Detection etz ] .
Gilbarco-Veeder
Root/TLS-

. 350/Gilbarco
Overfill Test Date 08/08/2022 ATG Type EMC Veeder
Root/8484 Series
PLLD
Facility Summary in Big Horn County in the City of Hardin
Location: HARDIN C STORE Facility Code: 17852
1223 N Crawford Ave Last Inspected On: 08/08/2022
Hardin, MT 59034-1009 Big Horn System Facility 1D:02-13635 Operating Permit Renewal Date: 12/10/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Town and Country Supply Association 4066286314
Operator Contact: Wes Burley 4066286314
Owner/Operator: Town and Country Supply Association
Jennifer Reinhardt, UST Class B Global Operator
Melanie Hale, UST Class B Operator
Wes Burley, UST Class A Operator
Tank Code | oo ] Tank Installed o oos oo I Cathodically | = o 1. I I
Tank Age 27 Date 07/01/1995 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 927 Spill Test Date  08/08/2022  FiPing Installed e gty Double Walled ~ AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ECL AN 0 EoiCCDURNNNS 000 ENGECCBUNNNNES 0 NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestDate  O0BI0S2022  testpate C0l08/2022  lLeakDetection  Gauging02 _Defection oz ] .
Capacity 16000 ATG TestDate  08/08/2022 e TONMESS = gg/04/502; SEHEMLETY TEMX SEFEMCEY (FE Energy Act No

Report Created: 11/1/2022

Leak Detection

Detection
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05

Report Created: 11/1/2022

07/01/1995

07/01/1995

07/01/1995

08/08/2022

07/01/1995

Gilbarco/EMC
Basic;Veeder
Root/8484 Series
PLLD

Cathodically

Protected Steel Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Veeder
Root/8484 Series
PLLD

Cathodically

Protected Steel Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Veeder
Root/8484 Series
PLLD

Cathodically

Protected Steel Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Veeder
Root/8484 Series
PLLD

Cathodically
Protected Steel
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Flexible Plastic

High Level Alarm

High Level Alarm

High Level Alarm

High Level Alarm



n Piping Installed Tank Piping

| . Spil Testbaie 09082022 pate Construction Construction  Pouniealed - AST oo

Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic

. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestbate  OWOWZ022  TestDate COl08f2022  LeakDetection  Gauging02 Defection etz ] .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date 08/08/2022 Test Date 07/20/2022 Lerk e Detection Energy Act No
Gilbarco/EMC
5 Basic;Veeder
Overfill Test Date 08/08/2022 ATG Type Root/8484 Series
PLLD
Facility Summary in Big Horn County in the City of Hardin
Location: L and B LAST STOP Facility Code: 17783
531 E Railway St Last Inspected On: 10/12/2021
Hardin, MT 59034-1903 Big Horn System Facility 1D:02-05856 Operating Permit Renewal Date: 10/13/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Gary and Lynette VanDersloot 4066653414
Operator Contact: Lynette VanDersloot 4066653414
Owner/Operator: Gary and Lynette VanDersloot
Lynette VanDersloot, UST Class A Operator
Lynette VanDersloot, UST Class B Operator

LSSt 03 Tank Age 23 EZ?: i fe 01/01/1999 Tank Material Steel Clad Piping Material Fiberglass Overfill Types Flapper Valve
””””””””””””””” o . ..  Pipinglnstalled  Tank ... Piping et
B | Spil TestDaie 04202022 pate Construction PPV construction N R oo

Currently in Sump Tightness Catastrophic L.D . Amf :
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types

. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/29/2013 Leel DeEsim Monitoring BT Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e - .. TestDate Leak Detection Detection .
Overfill Test Date 04/25/2022 ATG Type

VS ERe 04 Tank Age 23 E:?g Ttz 01/01/1999 Tank Material Steel Clad Piping Material Fiberglass Overfill Types Flapper Valve
Tag Number 3916 Spill Test Date 04/25/2022 g lusiizle UELTLS Double-Walled Piping None AST No

Date Construction Construction
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Sump Tightness

Catastrophic L.D

Use Test Date Type 3.0
. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/29/2013 Leak Detection Monitoring Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e ... TestDate Leak Detection Detecton .
Overfill Test Date 04/25/2022 ATG Type
Facility Summary in Big Horn County in the City of Hardin
Location: LOVES TRAVEL STOP #679 Facility Code: 30991
1270 N State Hwy 47 Last Inspected On: 11/11/2020
Hardin, MT 59034 Big Horn System Facility ID:60-15284 Operating Permit Renewal Date: 12/04/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Loves Travel Stops and Country Stores Inc
Operator Contact: Clayton Hahn;Ted Parrish;Zach Moore 2816659425;6155809096
Owner/Operator: Loves Travel Stops and Country Stores Inc
Clayton Hahn, UST Class A Operator
Ted Parrish, UST Class A Operator
Ted Parrish, UST Class B Global Operator
Willie Berry, UST Class B Global Operator
Zach Moore, UST Class A Operator
Zach Moore, UST Class B Global Operator
Tank Code o 1 - - HighLevel
Tank Installed . Fiberglass . . Fiberglass . ; -
Tank Age 5 Date 05/27/2017 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types élﬁ;{gﬁPosmve
TagNumber |sess | Spill TestDate Piping Installed 150005 TANK L pocwaieg  FRNG DoubleWaled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S NN EErELCURNNNS 0 EEURNNNES . NN 0
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! ! .
Tank Status Use MLLD Test Date Test Date 11/01/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Gasoline PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 20000 ATG Test Date Test Date Leak Detection Detection Energy Act Yes
Franklin Fueling
Systems/TS-
Overfill Test Date ATG Type LS500
Series;Incon/TS-
5000 EVO

Report Created: 11/1/2022
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. . High Level
Fiberglass Fiberglass Alarm;Positive

Reinforced Plastic Reinforced Plastic Shutoff

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Franklin Fueling

Systems/TS-

LS500

Series;Incon/TS-

5000 EVO

Fiberglass Fiberglass :Ilg:]ml_'li\cl)ilitive
Reinforced Plastic Reinforced Plastic Shutoff

05/27/2017

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Franklin Fueling

Systems/TS-

LS500

Series;Incon/TS-

5000 EVO

Fiberglass Fiberglass :Ilgpml-'g\(l)eslitive
Reinforced Plastic Reinforced Plastic Shutoff

05/27/2017

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring
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Franklin Fueling
Systems/TS-

LS500
Series;Incon/TS-
5000 EVO

. . High Level
Fiberglass Fiberglass Alarm;Positive

Reinforced Plastic Reinforced Plastic Shutoff

05/27/2017

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Franklin Fueling
Systems/TS-
LS500
Series;Incon/TS-
5000 EVO

] ) High Level
Fiberglass Fiberglass Alarm;Positive

Reinforced Plastic Reinforced Plastic Shutoff

05/27/2017

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Franklin Fueling
Systems/TS-
LS500
Series;Incon/TS-
5000 EVO

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

05/27/2017

Electronic Line
Leak Detector

DEF (Not
Regulated)

Report Created: 11/1/2022

Continuous
Interstitial
Monitoring
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ELLD 0.2;ELLD
Line Tightness No
Testing



Continuous

. Line Tightness Secondary Tank Secondary Pipe Interstitial
Gy 20000 AT Tt DR Test Date Leak Detection Detection Monitoring;Not SIS /A8 No
Listed
Overfill Test Date ATG Type
Facility Summary in Big Horn County in the City of Hardin
Location: MATOVICH OIL CO INC Facility Code: 17850

900 4th St W
Hardin, MT 59034 Big Horn

System Facility 1D:02-13423

Last Inspected On: 10/15/2020

Operating Permit Renewal Date: 03/05/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Matovich Oil Co Inc 4066651400
Operator Contact: Jon Matovich 4066651400
Owner/Operator: Matovich Oil Co Inc
Jon Matovich, UST Class A Operator
Jon Matovich, UST Class B Operator
Tank Code | oo ] Tank Installed oo inoon ek pare I Cathodically | N Fiberglass |~ I I
Tank Age 28 Date 05/24/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
| e | Date Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 10/15/2020 Test Date 10/15/2020 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
R | - . TestDate COl2/2020  LeakDetection Detection” .
Gilbarco-Veeder
RoOOt/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 02 Tank Installed 5 Cathodically fef : Fiberglass g .
Tank Age 28 Date 05/24/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
" Piping Installed Tank Piping
B | R | Date Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 10/15/2020 Test Date 10/15/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No

Report Created: 11/1/2022

Page [19] of [35]



Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Cathodically Fiberglass

05/24/1994 Protected Steel Reinforced Plastic

High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Cathodically Fiberglass
Protected Steel Reinforced Plastic

05/24/1994 High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Facility Summary in Big Horn County in the City of Hardin

Location: TOWN AND COUNTRY SUPPLY #48 Facility Code: 17744
225 W Railroad St Last Inspected On: 08/29/2022
Hardin, MT 59034 Big Horn System Facility 1D:02-01403 Operating Permit Renewal Date: 12/10/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Town and Country Supply Association 4066286314

Report Created: 11/1/2022 Page [20] of [35]



Operator Contact: Wes Burley;Town and Country Supply Association 4066286314;4066286314

Owner/Operator: Town and Country Supply Association

Connie Roundtree, UST Class B Global Operator
Jennifer Reinhardt, UST Class B Global Operator
Wes Burley, UST Class A Operator

LE S S6 Tank Age 32 EZ?J; iz e 06/01/1990 Tank Material Bare Steel Piping Material Egii;glr?:zz Plastic Overfill Types

Tag Number 923 Spill Test Date ELptiEnQ iz e -(I—:?JT;truction Ei(?rig?ruction None AST Yes

Tank Status (ljtsjgrently in MLLD Test Date 08/08/2022 _Srggz%‘;'tightness 08/08/2022 _CI_?)e/\‘t);;sggphic i LMee;?grgtcea::ltlairne Piping Type Pressurized CP Met Types

Product Diesel, Dyed PLLD Test Date iggtkg’ei&ng Gp E;Z?(al%tzi?il(()n Deferred [P);itr'ggtri)(/) rl?ipe ‘Il\'/liléhtl?mé_;geTesting Vapor Recovery No

Capacity 6000 ATG Test Date #L"S? Eigt';t”ess 08/08/2022 fgglc(’ rllade?:e{ Jg;‘k gz‘t’é’crlidoar:y RIEE Energy Act No
””””””””””””””” overfill TestDate ~ ATGType
UEIS R0 S7 Tank Age 32 Bg?g Lzl 06/01/1990 Tank Material Bare Steel Piping Material Eigii;glracsésd Plastic Overfill Types

Tag Number 924 Spill Test Date Eiapti:g i lze -(I;?)T(struction Eig)rzg?ruction None AST Yes

Tank Status (ljtsjgrently in MLLD Test Date 08/08/2022 _Srggz%‘;'tightness 08/08/2022 _CI_?)e/\‘t);;sggphic i LMee;?grgtcea::ltlairne Piping Type Pressurized CP Met Types

Product Diesel PLLD Test Date iggtkg’ei&ng Gp E;Z?(al%tzi?il(()n Deferred [P);itr'ggtri)(/) rl?ipe ‘Il\'/liléhtl?mé_;geTesting Vapor Recovery No

Capacity 6000 ATG Test Date #L"S? Eigt';t”ess 08/08/2022 fgglc(’ rllade?:e{ Jg;‘k gz‘t’é’crlidoar:y Hpe Energy Act No
””””””””””””””” overfill TestDate ~ ATGType
UEIS R0 S8 Tank Age 32 Bg?g Lzl 06/01/1990 Tank Material Bare Steel Piping Material Eigii;glracsésd Plastic Overfill Types

Tag Number 925 Spill Test Date Eiapti:g i lze -(I;?)T(struction Eig)rzg?ruction None AST Yes

Tank Status Sgge”“y i MILLD Test Date  08/08/2022 ?gg%gght”ess 08/08/2022 (T:;'j‘;zsggphic Lie L“":;fg’gfeac'ttir”e Piping Type Pressurized CP Met Types

Product Gasoline PLLD Test Date iggtkg’ei&ng Gp E;Z?(al%tzi?il(()n Deferred [P);itr'ggtri)(/) rl?ipe ‘Il\'/liléhtl?mé_;geTesting Vapor Recovery No

Capacity 6000 ATG Test Date 'Il_'gjset 'l;iagljtr;tness 08/08/2022 f:gl(() %de?;%t}-ggk gee?:cnt?oar:y FiE Energy Act No
”””””””””””””” overfill TestDate ~ ATGType
UEIS R0 S9 Tank Age 32 Bg?g Lzl 06/01/1990 Tank Material Bare Steel Piping Material Eigii;glracsésd Plastic Overfill Types

Tag Number 926 Spill Test Date Piing, sz e P None AST Yes

Report Created: 11/1/2022

Date

Construction

Construction
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Temporarily Sump Tightness Catastrophic L.D Mechanical Line - !
Tank Status Out of Use MLLD Test Date 08/20/2019 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe MLLD Line
Product Diesel PLLD Test Date Test Date Leak Detection Deferred Detection Tightness Testing Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date Test Date 08/20/2019 Leak Detection Detection Energy Act No

Overfill Test Date ATG Type
Facility Summary in Big Horn County in the City of Hardin

Location: TOWN PUMP INC HARDIN
1010 N Crawford Ave
Hardin, MT 59034-1217 Big Horn

Facility Code: 17811
Last Inspected On: 06/07/2021

System Facility 1D:02-08703 Operating Permit Renewal Date: 09/08/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Hardin 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Hardin 1 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

Tank Code | oo ] Tank Installed oo oo N Cathodically | ™= N T - e

Tank Age 38 Date 10/01/1984 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 2377 Spill Test Date  06/07/2021  FPing Installed VEmE Pl Double Walled  AST No

Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . Statistical . . Statistical
Product Gasoline PLLD Test Date 07/20/2022 $:2tkg3;':;ng ar 06/07/2021 E;galg)ét-girt]il(()n Inventory ggtrzgtri);slpe Inventory Vapor Recovery No
Reconciliation Reconciliation
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 12000 ATG Test Date 07/20/2022 Test Date Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
n Gilbarco-Veeder

Overfill Test Date ATG Type ROOUTLS-350
Tank Code 02 Tank Installed n Cathodically - . . . .

Tank Age 38 Date 10/01/1984 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 2378 Spill Test Date  06/07/2021  FPing Installed VEmE Pl Double Walled  AST No

Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed

Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current

Report Created: 11/1/2022
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Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
Root/TLS-350

Cathodically . .
10/01/1984 Protected Steel Flexible Plastic Flapper Valve

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
Root/TLS-350

Cathodically Fiberglass
04/14/1981 Protected Steel Reinforced Plastic

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-350

Cathodically
Protected Steel

01/01/1977

Interior/Impressed No
Current

Mechanical Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

07/20/2022 08/05/2022 No
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Report Created: 11/1/2022

08/18/2021

05/01/2000

05/01/2000

05/01/2000

Gilbarco-Veeder
Root/TLS-
350;Vaporless
Manufacturing/Va
porless 99LD-
2000

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-350
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Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Ball Float Valve



Facility Summary in Big Horn County in the City of Hardin

Location: WAGNER TRAVEL SHOPPE EXPRESS STOP
1424 N Crawford Ave
Hardin, MT 59034-1008 Big Horn

Facility Code: 17774
Last Inspected On: 10/13/2020

System Facility 1D:02-04841 Operating Permit Renewal Date: 10/13/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Stockton QOil Co Billings

Operator Contact: Michael Stockton 4062456376

Owner/Operator: Stockton Oil Co Billings
Christopher Stockton, UST Class B Global Operator
Joseph Stockton, UST Class B Global Operator
Michael Stockton, UST Class A Operator
Michael Stockton, UST Class B Global Operator
Sue Nutgens, UST Class B Operator

Tank Code oo [ - T 000 | Ball Float

Tank Installed ] Fiberglass - - Fiberglass . .

Tank Age 32 Date 01/01/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types xeal:xz,Flapper
””””””””””””””” o o Pipinginstalled ~ Tank  Piping . aer
Tag Number 2231 Spill Test Date Date T — ShnS Eem None AST No

Temporarily Sump Tightness Catastrophic L.D Mechanical Line . . : .

Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Automatic Tank
Gauging

Product Gasoline PLLD Test Date VRl E PIET) DG ‘?';nﬁlgg?altrf POIE PHES MLLD Line Vapor Recover No

Test Date Leak Detection . uging Detection Tightness Testing P y
0.2;Statistical
Inventory
Reconciliation
. Line Tightness Secondary Tank Secondary Pipe

Capacity 10000 ATG Test Date Test Date 05/26/2011 Leak Detection Detection Energy Act No

Overfill Test Date ATG Type
VS (EREE 08 Tank Installed Fiberglass Fiberglass Ball Float

Tank Age 32 Date 01/01/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types xg:xg;Flapper
”””””””””””””” o ... Pipinglnstalled ~~ Tank  Piping . e
Tag Number 2232 Spill Test Date Date - oS TEien None AST No

Temporarily Sump Tightness Catastrophic L.D Mechanical Line - ! ! .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Report Created: 11/1/2022
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Gasoline

Temporarily
Out of Use

Gasoline

Temporarily
Out of Use

Temporarily
Out of Use

Report Created: 11/1/2022

05/26/2011

Automatic Tank
Gauging
0.1;Automatic
Tank Gauging
0.2;Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging
0.1;Automatic
Tank Gauging
0.2;Statistical
Inventory
Reconciliation

Bare Steel

Mechanical Line
Leak Detector

Bare Steel

Mechanical Line
Leak Detector
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MLLD Line
Tightness Testing

Fiberglass
Reinforced Plastic

MLLD Line
Tightness Testing

Fiberglass
Reinforced Plastic

MLLD Line
Tightness Testing

Fiberglass
Reinforced Plastic

MLLD Line
Tightness Testing

Ball Float
Valve;Flapper
Valve



Overfill Test Date ATG Type
Tank Code S6 Tank Installed . - . Fiberglass .
Tank Age 43 Date 04/03/1979 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types
. Piping Installed Tank Piping
Tag Number 2236 Spill Test Date Date Construction Construction None AST Yes
Temporarily Sump Tightness Catastrophic L.D Mechanical Line - !
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe MLLD Line
Product Diesel PLLD Test Date Test Date Leak Detection Deferred Detection Tightness Testing Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e ... TestDate COROEOM  LeakDetection Detecton .
Overfill Test Date ATG Type
Facility Summary in Big Horn County in the City of Lodge Grass
Location: FARMERS UNION OIL CO LODGE GRASS Facility Code: 17822

US Hwy 87
Lodge Grass, MT 59050-0560 Big Horn

Last Inspected On: 03/03/2021

System Facility 1D:02-09976 Operating Permit Renewal Date: 07/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Farmers Union Oil Co Lodge Grass

Operator Contact: Debra Edwards;Farmers Union Oil Co Lodge Grass

Owner/Operator: Farmers Union Oil Co Lodge Grass

Alvin Edwards, UST Class B Operator
Darin BigMedicine, UST Class B Operator
Debra Edwards, UST Class A Operator
Debra Edwards, UST Class B Operator
Lorene Flatmouth, UST Class B Operator
Merla Mullenberg, UST Class B Operator

Tank Code 09 Tank Installed : Cathodically . . Fiberglass .
Tank Age 24 Date 12/01/1998 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3603 Spill Test Date Piing, sz 05/09/2007 e n PlIDE None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S NN EarELURNNS 0000 ErEUURNNNES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestbate  OSAL2020  festpate C03/2021  LeakDetection  Gauging02 _[Defection oz ] .
- Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 03/03/2021 Leak Detection Detection Energy Act No
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Report Created: 11/1/2022

10/03/2019

10/03/2019

12/01/1998

12/01/1998

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
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Facility Summary in Big Horn County in the City of Lodge Grass

Location: LODGE GRASS SCHOOL DIST 27 Facility Code: 17826
124 N George St Last Inspected On: 11/19/2020
Lodge Grass, MT 59050 Big Horn System Facility 1D:02-10772 Operating Permit Renewal Date: 11/19/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 27 Lodge Grass 4066392304

Operator Contact: Leroy Wallace

Owner/Operator: School Dist 27 Lodge Grass

Donald Gardner, UST Class B Global Operator
Leroy Wallace, UST Class A Operator

Leroy Wallace, UST Class B Operator

Steve Amyotte, UST Class B Global Operator

Tank Code 02 Tank Installed - Fiberglass . . . ) .
Tank Age 37 Date 04/04/1985 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4361 Spill Test Date Date 10/20/2006 ConeiEien SonSTEiem Double Walled AST No
Temporarily Sump Tightness Catastrophic L.D . - . ) .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 10/17/2011 Lerk Daicsiiom Gauging 0.2 Detection Deferred Vapor Recovery No
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date Test Date Leak Detection Detection Inter_st|t!al Energy Act No
Monitoring
Overfill Test Date ATG Type ;/ggder ROOUTLS-
Facility Summary in Big Horn County in the City of Lodge Grass
Location: OUR LADY OF LORETTO CHURCH Facility Code: 17821
Harding Ave & Helen St Last Inspected On: 11/19/2020
Lodge Grass, MT 59050 Big Horn System Facility 1D:02-09970 Operating Permit Renewal Date: 02/11/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Our Lady of Loretto Church 3129950702
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Operator Contact: Michael Dorn;Tien Dinh

Owner/Operator: Our Lady of Loretto Church

Michael Dorn, UST Class A Operator
Michael Dorn, UST Class B Operator
Tien Dinh, UST Class A Operator
Tien Dinh, UST Class B Operator

Tank Code S2 Tank Installed . Cathodically A ; q .

Tank Age 32 Date 07/23/1990 Tank Material Protected Steel Piping Material Copper Overfill Types High Level Alarm

n Piping Installed Tank Piping
Tag Number 1778 Spill Test Date 11/19/2020 Date Construction Construction PVvC AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type U.S. Suction CP Met Types Galvanic
. . Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line
R eamool IR | TestDate L/9/2020  LeakDetection  Gauging02 [Defection Tighiness Test  VePOTRecoveny No
: Line Tightness Secondary Tank Secondary Pipe

Capacity 3000 ATG Test Date Test Date 11/19/2020 Leak Detection Detection Energy Act No

Overfill Test Date  11/19/2020 ATG Type Sllbarco/EMC

Facility Summary in Big Horn County in the City of Pryor
Location: PLENTY COUPS HIGH SCHOOL Facility Code: 17735
1 High School Ln Last Inspected On: 03/19/2021
Pryor, MT 59066-0229 Big Horn System Facility 1D:02-01131 Operating Permit Renewal Date: 08/26/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Plenty Coups High School 4062597329
Operator Contact: Craig Cliff;Plenty Coups High School 4064227289;4062597329
Owner/Operator: Plenty Coups High School
Craig Cliff, UST Class A Operator
Craig Cliff, UST Class B Operator

TankCode 05 ...~ Tank Installed o ooe oo I Cathodically | I Fiberglass |~ .

Tank Age 24 Date 06/01/1998 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve

. Piping Installed Tank Piping
| . - . Date Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D . . . .

Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
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Automatic Tank
Gauging 0.2

Veeder Root/TLS-
300

Cathodically Fiberglass
06/01/1998 Protected Steel Reinforced Plastic

Automatic Tank

Gauging 0.2

Veeder Root/TLS-
300
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Facility Summary in Big Horn County in the City of Pryor

Location: PRYOR SELF SERVICE
704 Mak Pua Ave
Pryor, MT 59066 Big Horn

Facility Code: 17823
Last Inspected On: 02/27/2020

System Facility ID:02-10164 Operating Permit Renewal Date: 05/16/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: William Hoffman

Operator Contact: William Hoffman

Owner/Operator: William Hoffman

William Hoffman, UST Class A Operator
William Hoffman, UST Class B Global Operator

Tank Age 24 Date 10/01/1998 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
Tt siTeowe o GRR f,  comewaes @R, e ATl
Tank Status Sg(rarently in MLLD Test Date _?g;rtl%';tightness ?;’t)zs;rlgphic 2 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
Power | cwaee  PuoTeowe  IREEOS owcn [RRLEG MBI veemeey b
Capacity 2000 ATG Test Date 'II_'IeITs? Ei;;trétness E:;I? %de?;{t-li-ggk [S)Zggcnt(ijoar:y Pps Energy Act No

Overfill Test Date ATG Type
Facility Summary in Big Horn County in the City of Pryor

Location: SAINT CHARLES MISSION
29 Pryor Gap Rd
Pryor, MT 59066 Big Horn

Facility Code: 29917
Last Inspected On: 06/17/2021

System Facility 1D:56-04505 Operating Permit Renewal Date: 10/09/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: St Labre Indian School 4067844994

Operator Contact: Dana Davis;Leney Mcnac

Owner/Operator: St Labre Indian School
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Dana Davis, UST Class A Operator

Dana Davis, UST Class B Global Operator
Leney Mcnac, UST Class A Operator

Leney Mcnac, UST Class B Global Operator

Tank Code 02 Tank Installed - Cathodically - . .
Tank Age 32 Date 08/20/1990 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1958 Spill Test Date 06/17/2021 Date ConsiEien SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D . Amf : :
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 06/17/2021 Leelk DeEsim Gauging 0.2 BT Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 1000 ATG Test Date 06/17/2021 Test Date Leak Detection Detection Energy Act No
. Gilbarco/EMC
Overfill Test Date ATG Type Basic
Facility Summary in Big Horn County in the City of Saint Xavier
Location: PRETTY EAGLE SCHOOL Facility Code: 17768
1 mi W of St Xavier Last Inspected On: 06/17/2021
Saint Xavier, MT 59075-0257 Big Horn System Facility 1D:02-04504 Operating Permit Renewal Date: 10/09/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: St Labre Indian School 4067844994
Operator Contact: Dana Davis;Leney Mcnac
Owner/Operator: St Labre Indian School
Dana Davis, UST Class A Operator
Dana Davis, UST Class B Global Operator
Leney Mcnac, UST Class A Operator
Leney Mcnac, UST Class B Global Operator
TankCode 03 ...~ Tank Installed oo ek vare I Cathodically | N Fiberglass |~ .
Tank Age 32 Date 04/01/1990 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 1956 Spill Test Date  06/17/2021  Fiping Installed UL gl None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 06/17/2021 Leak Detection Gauging 0.2 Detection Vapor Recovery No
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Gilbarco-Veeder
Root/TLS-350

Cathodically . .
04/01/1990 Protected Steel Flexible Plastic

. Continuous
-(g?ngfo {Jasrcl-,jy Inter_stiti_al
Monitoring
Continuous
Interstitial
Monitoring;MLLD
Line Tightness

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
06/17/2021 Root/TLS-350
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Facility Summary in Big Horn County in the City of Wyola

Location: WYOLA ELEMENTARY SCHOOL
1 Mondell Ave
Wyola, MT 59089 Big Horn

Facility Code: 17853
Last Inspected On: 07/12/2022

System Facility 1D:02-13762 Operating Permit Renewal Date: 07/12/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 29 Wyola 4063432722
Operator Contact: Bradford Crooked Arm
Owner/Operator: School Dist 29 Wyola
Bradford Crooked Arm, UST Class A Operator
Bradford Crooked Arm, UST Class B Global Operator
TankCode 02 ...~ Tank Installed oo oo I Cathodically | . ' .
Tank Age 23 Date 07/01/1999 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 4370 Spill Test Date 07/12/2022 g lusiizle UELTLS n Pl : Double Walled AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUEURNNS 0000 EECEECUSUNNNEES 0 NN 00
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
DR plesel ] - . TestDate 00242022 LeakDetection  Gauging02  Defection | | .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 1000 ATG Test Date 07/12/2022 Test Date Leak Detection Detection Energy Act No
Overfill Test Date  07/12/2022 ATG Type Veeder Root/TLS-

300




